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LATERAL NOTES:

1. 1. ALL MATERIAL USED FOR HOUSE SANITARY SEWER INSTALLATIONS SHALL BE NEW, FREE FROM

DEFECTS AND CONFORM TO ALL STANDARDS SET FORTH BY WEST COCALICO TOWNSHIP

AUTHORITY OR LOCAL CODES.

2. ALL BUILDING LATERALS MUST BE INSPECTED AND APPROVED BEFORE BACKFILLING THE

CONTRACTOR SHALL NOTIFY THE AUTHORITY A MINIMUM OF 24 HOURS PRIOR TO RECEIVING A
FINAL INSPECTION. DATE AND TIME OF FINAL INSPECTiON IS SUBJECT TO THE AVAILABILITY OF AN

INSPECTOR.

3. ADJACENT HOMES MAY EACH BE SERVED BY LATERALS IN A COMMON TRENCH. IN THIS EVENT, THE

LATERALS SHALL BE SEPARATED BY 4" MIN CLEARANCE. OTHER BEDDING AND TRENCH

DIMENSIONS WILL BE AS SHOWN ON DRAWING 5-15.

4. BUILDING LATERALS SHALL BE TESTED IN ACCORDANCE WITH SECTION 02731

MATERIAL ALLOWED BY WEST COCALICO

TOWNSHIP AUTHORITY FOR HOUSE
_SANITARY SEWERS

1. PVC BELL AND SPIGOT SEWER PIPE / SDR 35.

PVC SEWER PIPE SCH 40 AND FITTINGS / ** ASTM #D2265-68.

P 0N

5. MINIMUM DIAMETER 4 INCH.

CAST IRON SOIL PIPE AND FITTINGS ASTM #A74-66 SERVICE OR EXTRA HEAVY ONLY.

SLIP-SEAL GASKETS FOR CAST IRON BELL AND SPIGOT PIPE / ASTM #D1869 OR 4. LEAD AND OAKUM.

* _ ALL SCHEDULE 40 PIPE AND FITTINGS OF PVC FORMULATION REQUIRE APPROPRIATE HIGH ETCHING
COLOR SOLVENT PRIMER PLUS THE SOLVENT CEMENT FOR MAKING JOINTS. IF THE PRIMER IS

OMITTED, THE WORK WILL BE REJECTED.
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_—UNDISTURBED.. ...

LAYERED : S ,
TAMPED N N LAYERED CLEAN
EARTH N >\Q\ TAMPED EARTH
N _ 2 _
N P DUCTILE IRON OR CAST _
3 — e [RON LATERAL _
T ¥ 7 ONLATE |
© X X MINIMAL DEPTH OF CRUSHED
> N> STONE PennDOT 2A MODIFIED,
N < BAR SAND OR SCREEN- INGS
¥ X REQUIRED TO PROVIDE
S/\? £ UNIFORM BEDDING SUPPORT
X Y BETWEEN BELL JOINTSIF
N ot N TRENGH DEPTH IS EXSEEDED.
N AN <\§ NO BLOCKING IS PERMITTED TO
] INNINNANNININN, 'PROVIDE PROPER SLOPE. ROCK
" SUBGRADE TO HAVE MIN OF 3"
- SCREENINGS TO SUPPORT PIPE,
: 4"
MiN MIN
TRENCH WIDTH
' N ' . BN
LAYERED N/ N
TAMPED N X
t . N7 _ N -
: R o - - —UNDISTURBED
EARTH
PVC LATERAL

CRUSHED STONE PennDQOT 2A

'\, MODIFIED, BAR SAND OR
X > SCREEN- INGS, HAND TAMPED
N N
N
&
y 4" 4“ |
1T MIN MIN
TRENGH WIDTH

NOTE: CRUSHED STONE PeniDOT 2A MODIFIED, BAR SAND OR.
SCREENINGS BEDDING TO BE THOROUGHLY COMPACTED  PRIOR TO

PIPE PLACEMENT.
SGALE: NONE
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TYPICAL DOUBLE LATERAL TRENCH
SCALE: NONE '
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"Y" BRANCH
' BEND

4" PIPE FOR HOUSE
SERVICE

- INSTALL CRUSHED STONE
ENCASEMENT AS PER
- SPECIFICATIONS

NOTES: THE SIZE OF THE HQUSE SERVICE BEND & "Y" BRANCH SHALL BE
4" N ACCORDANCE WITH SPECIFICATIONS.

Y BRANCH F'_R LATE L.S

SCALE: NONE
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PLUG CEMENTED TOP OF RISER SET TO SUIT
IN PLACE CONDITIONS MINIMUM
_ DEPTH 6-0" BELOW THE

STREET SURFACE

SRR

2
P
K

NN
I

&
o
" ln

et b

4" LATERAL ———_ | -

v
pda

':L .
(3
a

A

X,
b.
e M e o A S e g St e e
o .

N

CONCRETE

ENGASEMENT—\ .'

LIMIT OF FIRST
POURFOR
PVC PIPE -

N,
a0 R

R
W

4
B

-

3
e ey e
[

NN N
S

N

MY
SRR

£ BT

LSS

] ...._.3-4:].

I
kI I . .
il 'N'Ts.lJ.'_—'-‘“-.-b——.

e L T,

b ]

RRRRRRRTRIR

<

SRR SRR

Y BRANCH : UNDISTURBED
EARTH

NCTE: ALL CONCRETE SHALL HAVE MINIMUM COMPRESSIVE
STRENGTH OF 3000 PSI AT THE END OF 28 DAYS.

DEEP CUT LATERAL
SCALE: NONE '
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